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#4 bare solid copper
ground wire

8’ galvanized or
copper ground rod

Max. 6’
Min. 5’

Finished grade

3” schedule 40 gray conduit supplied by consumer

Note:  Breaker panel may be located:
• Below meter socket
• To the right of the meter socket
• Inside wall directly behind meter socket

Conduit should be on the left side of
the meter socket.
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