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Consumer installing conduit &  CAEC installing conductor1-800-545-5735   www.caec.coop

#4 bare solid copper
ground wire

8’ galvanized or
copper ground rod

Max. 6’
Min. 5’

Finished grade

3” schedule 40 gray conduit 
supplied by consumer

Breaker panel may be located:
• Below meter socket
• To the right of the meter socket
• Inside wall directly behind meter socket

Conduit should be on the left side of the meter socket

Install marking tape 18” to 25” below ground level

CAEC will have to inspect before covering the ditch.

Ground rod clamp

3” threaded male adapter

Breaker
panel

Breaker
panel

Min. 18”

CAEC will have to inspect before covering the ditch.

Power pole

90 sweeping 
elbow

90 sweeping 
elbow

ground wire

Ground rod clamp

3’
2 sweeps max

Install pull string in pipe

Extend conduit at pole
a max of 6”


